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7 BUTTERFLY VALVE (BFV)

PP-R 80 US2LAM SDR 11
ANAMIFIU DIN 8077-78
LANIRTFWAINEZEIA BS 6920 Part 11

PVC. CL. 8.5
Nan. 17-2532

va PP (Poly Propylene Pipe) Class B
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Polybutylene (PB)
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1.5 LY\’IUBQ Working Pressure

MailtERasdansovuaalAlstaen 1
1.5 LY'!']?JEN Working Pressure
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DIACE™SOCKET TYPE
SOLVENT CEMENT

DIASG™SLIP ON WIBHWYAENY
AW ASTM Ui NN,

1#BRELUY Mechanical Joint

DIA < 2" ROLUVAIMEEA (Grab lock fitting)
DIA > 2 1/2" ABLUUEAA (Socket fusion W38 Butt fusion)

gUnseitaRavaLeiinBmFUNAY (Branch LINE)
Wid Malleable Iron Threaded Fitting
mANEEUNLleENY 200 UauaRaANIN
A Widutanauuudon sch. 40

BALL PATTERN,SQUARE HEAD
BODY : DIA < 2" BRASS
CONNECT : THREADED

Gray Cast Iron 38 Ductile Iron 47U Dis ‘Y'l'lﬁ’lﬂ Aluminum Bronze
%38 Nickel Plated Ductile [ron,Steam
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" (1) CHROMED BRASS FINISHED COVER
(@ SECURING SCREW

(3) BRASS CLEANOUT PLUG W/RAISED HEAD AND RUBBER SEAL RING
(® CLAMPING COLLAR

(5) CAST IRON BODY W/FLASHING FLANGE

(§) ADJUSTABLE HOUSING

(7) SCREW THREADED OUT PIPE OR SPIGUT & HUT OUT PIPE

90" BEND LONG RADIUS OR T-Y CONNECTION

(8 SOIL OR DRAIN PIPE

IF USING WITH THE FLOOR THAT NOT HAVE WATERPROOF

REMARK:
SYSTEM, (@) AND (5) CAN BE CASTIED TOGETHER

DIMENSIONS (mm)

PIPE SIZE |SIZE OF STEEL| A B c D E F

(Inch)
1/2 3x25 9 |46 | 60 | 64 | 29 | 25
3/4 3x25 9 |52 [67 | 64| 33| 25
1 3x25 9 [S6 |73 | 64| 37|25
11/4 3x25 9 |65 |87 64 | 46 | 32
11/2 3x25 9 70 | 94 64 | 49 | 32
2 3x25 9 75 103| 64 | 56 | 32
21/2 3x32 12198 | 132| 89 | 75 | 44
3 3x32 12| 108| 153 | 89 | 84 | 44

STEEL ROD

DIMENSION OF ADJUSTABLE CLEVIS HANGER (mm)

SIZE OF STEEL djust]
PIPE SIZE A|B|C|D]|E [met|G
UPPER | LOWER F

1 3x25|3x25|9 |54 |71 (63|32 |16
11/4 | 3x25|3x25|9 |65 87 63 |44 |22
9
9

6
6
11/2 | 4x25| 4x25 75 | 100(63 |54 |27 | 6
7 4x25|4x25 94 |123]63 |74 |41 | 6
9

9

9

21/2" | 5x 32| 5x 32| 12|119|155/76 |97 | 50
5 5x32|5x32|12|120{ 16776 |98 | 44

4 6x32|5x32| 16[135(198(89 |114| 50

§ 6 x 32| 6x32| 16|157|228|89 [130| 44 | 12

6 6x 38 |5x38 | 19[176(257(100(142| 47 | 12

8 6 x 44 | 5x 44 | 22(212]320|108(178| 54 | 16

10" 9 x 44 | 6 x 44 | 22|250|387(114|212| 57 | 19

P 9 x50 | 6x 50 | 22(290|457|120|258| 76 | 19
NOTE:

1. WHEN USING AN ANCHOR USE 2 SET OF CLAMP FOR AN ANCHOR
2. BOLT & NUT SHALL ALWAYS COOPERATED WITH WASHERS.

TYPICAL FLOOR OR YARD CLEANOUT

RING HANGER

FOR HORIZONTAL PIP

ADJUSTABLE CLEVIS HANGER

— EXPANSION SHIELD OR INSERT

— CONCRETE SLAB

- 3'x1 1/2'x1 1/4"C-CHANNEL
— NON CORROSIVE NUT & WASHER
HANGER ROD

— POINT OF INSERT

— C—CHANNEL

— POINT OF HANGING

SR SRSICRS!

NOTE.  METHOD APPLIED WHEN POINT
OF HANGING AND INSERT OFFSET

PIPE HORIZONTAL

PIPE HORIZONTAL

PIPE RISER

S

PIPE RISER

PIPE HORIZONTAL

PIPE HORIZONTAL

a_____
=

]

it M

CHANNEL

WALL

—FLOOR LEVEL

[ A,

STEEL STRAP %M[)

- ——EXPANSION SHIELD

PIPE SUPPORT FOR HORIZONTAL RUN

PIPE CROSS PIPE

PIPE SUPPORT FOR VERTICAL RUN

135" ELBOW-
STEEL ROD

I:CONCRETE BEAM

PIPE SLEEVE

43 @ :/——-SPACE:sI/T
——prPe
]

SCHEDULE OF SLEEVE PIPE

SIZE OF PIPE | SIZE OF SLEEVE NOTE
01/7 81" SLEEVE USE CI. PIPE
03/4" 91 1/2"

81" 82"

01 1/4 92 1/2'
81" 92 1/2°
92" 93"

92 1/2° 84"

83 04"

o4 85-¢8'
6 98"

8 810"

——WALL

ESCUTCHEON PLATE
——— 2mm. THICK
e E

L S

PIPE SLEEVE
MINERAL FIBER

NOTE : ESCUTCHEON PLATE SEE SPECIFICATION

i (1

CAULKING

PIPE SLEEVE
WATER STOP STEEL
SHEET 2mm. THICK

il

LCONCRUE SLAB

A

NOTE : ESCUTCHEON PLATE SEE SPECIFICATION

O/—\

FACE OF FITTING

R

815mm.,B.S.P.TAPER THREAD

NO DESCRIPTION

BRANCH LINE
DROP NIPPLE #1"
REDUCING SOCKET

BULB-TYPE RECESSED SPRINKLER (PENDENT)
RECESSED CEILING PLATE (CHROME FINISHED)
REDUCING TEE

1
2
3
4 | CEILING
S
3
7

FINISHED CEILING LINE
CEILING COVER PLATE
ADJUSTABLE RECESSED ESCUTCHEON

PIPE EMBED BEAM

SLEEVE PIPE FOR BEAM

SLEEVE PIPE FOR WALL

SLEEVE PIPE FOR FLOOR

INSTALLTION OF SPRINKLER |
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